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MAINTENANCE

1. Code requires that the equipment be tested every 30 days for 30 seconds, and that written records be maintained.
Further, the equipment is to be tested once a year for 90 minutes duration as per Code. The equipment is to be
repaired whenever the equipment fails to operate as intended during the duration test. Written records of test results
and any repairs made must be maintained. It is strongly recommended that owners comply with
all Code requirements.

2. Clean exit face(s) on a regular basis.

NOTE: The servicing of any parts should be performed by qualified service personnel only. The use of replacement
parts not furished by the manufacturer, may cause equipment failure and will void the warranty.

SAVE THESE INSTRUCTIONS

HEADQUARTERS: 31 Waterloo Avenue ¢ Berwyn, PA 19312 « 800-888-5483 « 610-647-8200 » Fax 610-296-8952
WESTERN OFFICE: 3563 Sueldo, Suite M « San Luis Obispo, CA 93401 « 800-799-5343 « 805-546-9669 » Fax 805-546-9564






